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expansion test in a water jacket, or by 
other approved methods. No tank shall 
have been subjected previously to in-
ternal pressure within 100 pounds of 
the test pressure. Each tank shall be 
tested to the pressure prescribed in 
§ 179.301. Pressure shall be maintained 
for 30 seconds and sufficiently longer to 
insure complete expansion of tank. 
Pressure gage shall permit reading to 
accuracy of one percent. Expansion 
gage shall permit reading of total ex-
pansion to accuracy of one percent. Ex-
pansion shall be recorded in cubic cm. 

(1) No leaks shall appear and perma-
nent volumetric expansion shall not 
exceed 10 percent of total volumetric 
expansion at test pressure. 

(2) [Reserved] 
(b) After all fittings have been in-

stalled, each tank shall be subjected to 
interior air pressure test of at least 100 
psig under conditions favorable to de-
tection of any leakage. No leaks shall 
appear. 

(c) Repairs of leaks detected in man-
ufacture or in foregoing tests shall be 
made by the same process as employed 
in manufacture of tank. Caulking, sol-
dering, or similar repairing is prohib-
ited. 

[29 FR 18995, Dec. 29, 1964. Redesignated at 32 
FR 5606, Apr. 5, 1967, and amended by Amdt. 
179–10, 36 FR 21355, Nov. 6, 1971; 66 FR 45390, 
Aug. 28, 2001] 

§ 179.300–17 Tests of pressure relief de-
vices. 

(a) Each valve shall be tested by air 
or gas before being put into service. 
The valve shall open and be vapor-tight 
at the pressure prescribed in § 179.301. 

(b) Rupture disks of non-reclosing 
pressure relief devices must be tested 
and qualified as prescribed in appendix 
A, Paragraph 5, of the AAR Manual of 
Standards and Recommended Prac-
tices, Section C—Part III, AAR Speci-
fications for Tank Cars (IBR, see § 171.7 
of this subchapter). 

(c) For pressure relief devices of the 
fusible plug type, a sample of the plug 
used shall function at the temperatures 
prescribed in § 179.300–15. 

(d) The start-to-discharge and vapor- 
tight pressures shall not be affected by 

any auxiliary closure or other com-
bination. 

[29 FR 18995, Dec. 29, 1964. Redesignated at 32 
FR 5606, Apr. 5, 1967, and amended by Amdt. 
179–10, 36 FR 21355, Nov. 6, 1971; 66 FR 45390, 
Aug. 28, 2001; 68 FR 48572, Aug. 14, 2003; 68 FR 
75763, Dec. 31, 2003] 

§ 179.300–18 Stamping. 

(a) To certify that the tank complies 
with all specification requirements, 
each tank shall be plainly and perma-
nently stamped in letters and figures 3⁄8 
inch high into the metal of valve end 
chime as follows: 

(1) DOT Specification number. 
(2) Material and cladding material if 

any (immediately below the specifica-
tion number). 

(3) Owner’s or builder’s identifying 
symbol and serial number (imme-
diately below the material identifica-
tion). The symbol shall be registered 
with the Bureau of Explosives, duplica-
tions are not authorized. 

(4) Inspector’s official mark (imme-
diately below the owner’s or builder’s 
symbol). 

(5) Date of original tank test (month 
and year, such as 1–64 for January 
1964). This should be so placed that 
dates of subsequent tests may easily be 
added thereto. 

(6) Water capacity—0000 pounds. 
(b) A copy of the above stamping in 

letters and figures of the prescribed 
size stamped on a brass plate secured 
to one of the tank heads is authorized. 

§ 179.300–19 Inspection. 

(a) Tank shall be inspected within 
the United States and Canada by a 
competent and impartial inspector as 
approved by the Associate Adminis-
trator of Safety, FRA. For tanks made 
outside the United States or Canada, 
the specified inspection shall be made 
within the United States. 

(b) The inspector shall carefully in-
spect all plates from which tanks are 
to be made and secure records certi-
fying that plates comply with the spec-
ification. Plates which do not comply 
with § 179.300–7 shall be rejected. 

(c) The inspector shall make such in-
spection as may be necessary to see 
that all the requirements of this speci-
fication, including markings, are fully 
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complied with; shall see that the fin-
ished tanks are properly stress relieved 
and tested. 

(d) The inspector shall stamp his offi-
cial mark on each accepted tank as re-
quired in § 179.300–18, and render the re-
port required in § 179.300–20. 

[29 FR 18995, Dec. 29, 1964, as amended at 72 
FR 55696, Oct. 1, 2007] 

§ 179.300–20 Reports. 
(a) Before a tank is placed in service, 

the inspector shall furnish to the build-

er, tank owner, Bureau of Explosives 
and the Secretary, Mechanical Divi-
sion, Association of American Rail-
roads, a report in approved form certi-
fying that the tank and its equipment 
comply with all the requirements of 
this specification. 

(b) For builder’s Certificate of Con-
struction, see § 179.5 (b), (c), and (d). 

[29 FR 18995, Dec. 29, 1964. Redesignated at 32 
FR 5606, Apr. 5, 1967, and amended by Amdt. 
179–10, 36 FR 21355, Nov. 5, 1971] 

§ 179.301 Individual specification requirements for multi-unit tank car tanks. 
(a) In addition to § 179.300 the individual specification requirements are as fol-

lows: 

DOT specification 106A500–X 106A800–X 110A500–W 110A600–W 110A800–W 110A1000–W 

Minimum required bursting pressure, 
psig ................................................ (1) (1) 1250 1500 2000 2500 

Minimum thickness shell, inches ...... 13⁄32 11⁄16 11⁄32 3⁄8 15⁄32 19⁄32 
Test pressure, psig (see § 179.300– 

16) ................................................. 500 800 500 600 800 1000 
Safety relief devices, psig (see 

§ 179.300–15) ................................ .................... .................... .................... .................... .................... ........................
Start-to-discharge, or burst max-

imum, p.s.i. .................................... 375 600 375 450 600 700 
Vapor-tight, minimum psig ................ 300 480 300 360 480 650 

1 None specified. 

(b) [Reserved] 

[29 FR 18995, Dec. 29, 1964. Redesignated at 32 FR 5606, Apr. 5, 1967, and amended by Amdt. 
179–10, 36 FR 21355, Nov. 6, 1971; Amdt. 179–40, 52 FR 13049, Apr. 20, 1987; 65 FR 58632, Sept. 29, 
2000; 66 FR 45390, Aug. 28, 2001] 

§ 179.302 [Reserved] 

Subpart F—Specification for Cryo-
genic Liquid Tank Car Tanks 
and Seamless Steel Tanks 
(Classes DOT-113 and 107A) 

SOURCE: Amdt. 179–32, 48 FR 27708, June 16, 
1983, unless otherwise noted. 

§ 179.400 General specification appli-
cable to cryogenic liquid tank car 
tanks. 

§ 179.400–1 General. 

A tank built to this specification 
must comply with §§ 179.400 and 179.401. 

§ 179.400–3 Type. 

(a) A tank built to this specification 
must— 

(1) Consist of an inner tank of cir-
cular cross section supported essen-
tially concentric within an outer jack-
et of circular cross section, with the 
out of roundness of both the inner tank 
and outer jacket limited in accordance 
with Paragraph UG–80 in Section VIII 
of the ASME Code (IBR, see § 171.7 of 
this subchapter); 

(2) Have the annular space evacuated 
after filling the annular space with an 
approved insulating material; 

(3) Have the inner tank heads de-
signed concave to pressure; and 

(4) Have the outer jacket heads de-
signed convex to pressure. 
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